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1 inch = 100 feetLogan Lane Water Improvements

®

INSTALL 10"X8" TAPPING SLEEVE
8" TAPPING VALVE AND BOX
REMOVE AND REPLACE EXISTING CURB AND GUTTER
SIDEWALK AND ASPHALT ROAD SURFACE
PLACE 4 CY FLOWABLE FILL IN TRAFFIC AREA

REMOVE AND REPLACE 600 SFT ASPHALT ROAD SURFACE
PLACE 50 CY FLOWABLE FILL IN TRAFFIC AREA

CONNECT EXISTING 2" WATER MAIN
TO NEW 8" MAIN WITH 8"X2" SADDLE
2" BALL VALVE AND BOX
CENTER 1 FULL LENGTH 8" DIP OVER
EXISTING RCP DRAINAGE

INSTALL 8"X6" TEE
6" VALVE AND BOX
REMOVE AND REPLACE 200 SFT
ASPHALT
PLACE 25 CY FLOWABLE FILL

REMOVE AND REPLACE 600 SFT ASPHALT ROAD SURFACE
PLACE 50 CY FLOWABLE FILL IN TRAFFIC AREA

REMOVE AND REPLACE 1000 SFT DRIVEWAYS
INSTALL 4 EACH 8"X3/4" TAPPING SADDLES AT DIRECTION
OF TOWN STAFF

CONNECT EXISTING 6" WATER MAIN
TO NEW 8" MAIN WITH 8"X6" REDUCER
AND 8" VALVE AND BOX
PLACE 6"X6" TEE, 6" HYDRANT ISOLATION 
VALVE AND BOX

PLACE 1100 LFT 8" C900 PVC WATER LINE

PLACE 620 LFT 6" C900 PVC WATER LINE

6" VALVE AND BOX,
AND FIRE HYDRANT ASSEMBLY

INSTALL 6" VALVE AND BOX,
AND FIRE HYDRANT ASSEMBLY


